# TABLE OF CONTENTS

<table>
<thead>
<tr>
<th>Topics</th>
<th>Page</th>
</tr>
</thead>
<tbody>
<tr>
<td>Instructions</td>
<td>1</td>
</tr>
<tr>
<td>Introduction</td>
<td>1</td>
</tr>
<tr>
<td>Resources</td>
<td>1</td>
</tr>
<tr>
<td>Course Requirements</td>
<td>2</td>
</tr>
<tr>
<td>Grading and Lab Organization</td>
<td>2</td>
</tr>
<tr>
<td>The Formal Report</td>
<td>3</td>
</tr>
<tr>
<td>Formal Report Evaluation Grading Sheet</td>
<td>5</td>
</tr>
<tr>
<td>Sample Formal Report</td>
<td>6</td>
</tr>
<tr>
<td>The Informal Report</td>
<td>17</td>
</tr>
<tr>
<td>Informal Report Evaluation Grading Sheet</td>
<td>18</td>
</tr>
<tr>
<td>Notes on Report Writing</td>
<td>19</td>
</tr>
</tbody>
</table>

## Labs

<table>
<thead>
<tr>
<th>Labs</th>
<th>Page</th>
</tr>
</thead>
<tbody>
<tr>
<td>Air Handling System Characterization</td>
<td>1-1</td>
</tr>
<tr>
<td>Mixing of Outdoor Air and Recirculated Air</td>
<td>2-1</td>
</tr>
<tr>
<td>Heat Exchanger Analysis</td>
<td>3-1</td>
</tr>
<tr>
<td>Psychrometrics: Heating &amp; Humidifying or Cooling &amp; Dehumidifying</td>
<td>4-1</td>
</tr>
<tr>
<td>Filter Particle Size Removal Efficiency</td>
<td>5-1</td>
</tr>
<tr>
<td>Solar Radiation Measurements</td>
<td>6-1</td>
</tr>
<tr>
<td>Steady State Analysis of Flat Plate Solar Collectors</td>
<td>7-1</td>
</tr>
<tr>
<td>The Walk-In Cooler</td>
<td>8-1</td>
</tr>
<tr>
<td>Performance Study of a Small Refrigeration System</td>
<td>9-1</td>
</tr>
<tr>
<td>Airflow Visualization</td>
<td>10-1</td>
</tr>
</tbody>
</table>

## Appendices

<table>
<thead>
<tr>
<th>Appendices</th>
<th>Page</th>
</tr>
</thead>
<tbody>
<tr>
<td>A: Data Acquisition</td>
<td>A-1</td>
</tr>
<tr>
<td>B: Error Analysis</td>
<td>B-1</td>
</tr>
<tr>
<td>C: Calibration Curves</td>
<td>C-1</td>
</tr>
<tr>
<td>D: Solar Radiation</td>
<td>D-1</td>
</tr>
<tr>
<td>E: Thermodynamic Tables and Charts</td>
<td>E-1</td>
</tr>
<tr>
<td>F: Properties of Dowtherm SR-1</td>
<td>F-1</td>
</tr>
<tr>
<td>G: Psychrometric Charts</td>
<td>G-1</td>
</tr>
<tr>
<td>H: Air Handling System Temperature and Flow Sensor Channels</td>
<td>H-1</td>
</tr>
<tr>
<td>I: Flow Nozzle Calibration</td>
<td>I-1</td>
</tr>
</tbody>
</table>